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Summary 

 
Airsafe Surveys were tasked to carry out a reinspection survey of previously 
identified asbestos containing materials and assess the condition of said ACM’s. 
 
 
Original Survey Reference: Euro Environmental, Survey number E-63808, 
dated 8th December 2015 
 
 
All known ACMs reinspected on 10/03/2026, no changes in conditions observed 
 
 
 
 
 
 
 
 
 
Data Sheets (Appendix A) 

The data sheets provide information concerning the appearance & location of 
the area inspected / tested. 

Asbestos Register (Appendix B) 

The register provides a list of the known ACMs and the material assessment & 
priority scores. 

Floor Plans of Already Identified ACM’s (Appendix C) 

This appendix contains the floor plans of already identified ACM’s. 
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Appendix A 
Data Sheets 



Sample Ref: B01 Location: Second Floor, Office 6

Material Sampled: Floor tiles under carpet

Analysis Result: Chrysotile (white) Asbestos 1

Approximate Quantity: 20 Sqm

Product Type: Asbestos Re-inforced Composites 1

Condition: Good Condition 0

Surface Treatment: Composite Materials 0

Material Assessment Score: 2 No Remedial Action Required

Priority Assessment Score: 4

Remarks / Recommendations: Manage in Situ

The material is in a good condition, monitor

for any damage or deterioration.

Sample Ref: B02 Location: Second Floor, Office 6, Cupboard

Material Sampled: Floor tiles

Analysis Result: Chrysotile (white) Asbestos 1

Approximate Quantity: 1 Sqm

Product Type: Asbestos Re-inforced Composites 1

Condition: Good Condition 0

Surface Treatment: Composite Materials 0

Material Assessment Score: 2 No Remedial Action Required

Priority Assessment Score: 1

Remarks / Recommendations: Manage in Situ

The material is in a good condition, monitor

for any damage or deterioration.
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Appendix B 
Asbestos Register 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 



Asbestos Register

No Location Material Sampled Asbestos Content Quantity M P

B01 Second Floor, Office 6 Floor tiles under carpet Chrysotile (white) Asbestos 20 Sqm 2 4

B02 Second Floor, Office 6, Cupboard Floor tiles Chrysotile (white) Asbestos 1 Sqm 2 1

M = Material Assessment Score

P =  Priority Assessment Score



Priority Assessment Algorithm 

Activity

Ref Priority Score Use of Area Location Accessibility Extent Occupants Freq of Use Usage Time Type Frequency

B01 4 Low Rooms <100Sqm Inaccessible >10Sqm >10LM 1 to 3 Daily >1 to <3 Hr Minor Not Disturbed

1 2 0 2 1 3 1 0 0

B02 1 Rare Rooms <100Sqm Occasionally Disturbed <10Sqm <10LM None Infrequent <1 Hr Minor Not Disturbed

0 2 1 1 0 0 0 0 0

Likelihood of Disturbance Human Exposure Potential Maintenance Activity
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Appendix C 
 

Floor Plans of Known ACM’s 
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